Bauaufsichtlich anerkannte Prilf-, Uberwachungs- und Zertifizierungsstelle
Amtlich anerkannte Prifstelle fiir Feuerldschmittel und -gerate

DIN EN ISO/IEC 17025: DAP-PL-1137.00; DIN EN 45011: DAP-ZE-4348.00;
DIN EN 17020: DAP-1S-4347.00

ZLS-P-86 ; ZLS-ZE-707/09

Notified Body no. 0767

Mitglied des VMPA e.V

MPA
Al Dresden

EN 3 APPROVAL CERTIFICATE

Approval number: SP 128/13

This is to certify that the “neuruppin™ EN 3 fire extinguisher with 6 kg ABC fire extinguishing powder
has been type approved with the above mentioned approval number.

Approval specifications: EN 3-7 : 2004 + A1 : 2007 in conjunction with the requirements of EN 3-10 : 2009

Test report no.: 2013-F-0901/N 749
Requested by: FLN Feuerloschgeriite Neuruppin Vertriebs GmbH, Martin-Ebell-Str. 4, 16816 Neuruppin
Manufacturer: FLN Feuerlioschgeriite Neuruppin Vertriebs GmbH, Martin-Ebell-Str. 4, 16816 Neuruppin,
Manufacturing Location 2
Model name: PG 6 Euro-S Trade mark: neuruppin
Assembly drawing no.: 015 590 List of parts no. 015590
Fire extinguishing Neutrex ABC 40 (KN) Operation device: Lever
medium: Reference no. KB 127/13
Propellant: 15 bar /20 °C Nitrogen in the cylinder  Special detail: Nozzle © 6,8 mm
Test fire rating: 43 A and 233 B Range of operating
according to EN 3-7 temperature: -30°C to 60 °C
Notes: The fire extinguisher can also be distributed under the trademarks following:
ibs and
NORD-WEST FEUERSCHUTZ
PRUSSMANN oHG interbrandschutz GmbH, 68526 Ladenburg
FEUTEC Fire-Protection-Shop GbR, 48432 Rheine

The fire extinguisher is tested in accordance with the standard EN 3-7. Conformity to EN 3-7 is attested.

The manufacture of the fire extinguisher is subject of the factory production control within the scope of a quality manage-
ment system according to EN 3-10 and is subject of surveillance by MPA Dresden GmbH.

The applicant is authorized to aftix the above stated approval number on the marking label of the approved corresponding
fire extinguisher as long as the results of our regular inspections, proceeded according to clause 10 of EN 3-10, are
satisfactory.

This approval certificate is valid solely for fire extinguishers which correspond with the submitted test samples and with the
confirmed documents.

10™ June,

rad. Eng. Bernd Ruhle

Manager of the certification office
MPA Dres GmbH Geschaftsfihrer: Thomas
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